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DOOR AND FRAME SCHEDULE,
FRAME TYPES, DOOR TYPES

IOWA CITY, IOWA

IOWA CITY VA HEALTH CARE SYSTEM

17 35

DOOR AND FRAME SCHEDULE

DOOR NO. ROOM NAME

DOOR

FINISH

DOOR FRAME

FRAME

FINISH

FIRE

RATING HDWR SET REMARKS

SIZE SWING

TYPE

DOOR

TYPE MTRL GLAZ TYPE MTRLWD HT

1C01 VESTIBULE 7' - 0" 7' - 0" GL ANODIZED 1" TEMP AL-13 PNT D04-A CARD READER

1C02 LOBBY 7' - 0" 7' - 0" GL ANODIZED 1" TEMP AL-14 PNT K04-A PUSH/PULL

1C03 LOBBY 7' - 4" 7' - 0" D FNV HM PNT 1/4" TEMP HM-2 HM PNT 90 MIN X04-A PUSH/PULL

1C04.1 RECEIVING/LOADING
DOCK

7' - 4" 7' - 0" DE FNV HM PNT 1/4" TEMP HM-3 HM PNT 45 MIN D04-EO PASSAGE

1C04.2 EXTERIOR DOOR 4' - 0" 7' - 0" S FNV HM PNT 1" TEMP HM-4 HM PNT D03-E CARD READER

1C04.3 BAY 1 DOCK 8' - 0" 9' - 0" HM PNT - - Z01 OVERHEAD

1C04.4 BAY 2 DOCK 8' - 0" 9' - 0" HM PNT - - Z01 OVERHEAD

1C04.5 BAY 3 DOCK 8' - 0" 9' - 0" HM PNT - - Z01 OVERHEAD

1C04A ELECTRICAL ROOM 3' - 0" 7' - 0" S F HM PNT - HM-1 HM PNT 45 MIN S03 PASSAGE

1C04B LIQUID NITROGEN
STORAGE

3' - 8" 7' - 0" S FNV HM PNT HM-1 HM PNT 60 MIN D02 STOREROOM,
CARD READER

1ST02.1 EGRESS STAIR 3' - 8" 7' - 0" S FNV WD CLEAR 1/4" TEMP HM-4 HM PNT 90 MIN D03-E CARD
READER,EXIT
DEVICE

1ST02.2 EGRESS STAIR 3' - 8" 7' - 0" S FNV HM PNT 1" TEMP HM-1 HM PNT 90 MIN D03 CARD
READER,EXIT
DEVICE

2C01 ROOF ACCESS 3' - 8" 7' - 0" S F HM PNT - HM-4 HM PNT 45 MIN A03-E STOREROOM

2C01.1 ELECTRICAL CLOSET 8' - 0" 7' - 0" D F HM PNT - HM-2 HM PNT S04 STOREROOM

2C02 CORRIDOR 6' - 0" 7' - 0" D FNV WD CLEAR 1" TEMP HM-2 HM PNT 90 MIN C04-M PASSAGE

2ST02.1 EGRESS STAIR 3' - 8" 7' - 0" S FNV WD CLEAR 1" TEMP HM-1 HM PNT 90 MIN X01 EXIT DEVICE

2ST02.2 EGRESS STAIR 3' - 8" 7' - 0" S F HM PNT - AL-16 HM PNT -- A03-E STOREROOM

103.1 WAREHOUSE VESTIBULE 8' - 0" 7' - 0" D F HM PNT - HM-2 HM PNT 90 MIN D04 CARD READER

103.2 EXISTING WAREHOUSE 7' - 0" 7' - 0" D F HM PNT - HM-2 HM PNT 45 MIN D04 CARD READER,
STOREROOM

107 SAFETY EQUIP STG 7' - 4" 7' - 0" D F WD CLEAR - HM-2 HM PNT 90 MIN S04 STOREROOM

108 IT CLOSET 3' - 0" 7' - 0" S F WD CLEAR - HM-1 HM PNT D02 STOREROOM,
CARD READER

109 ELECTRICAL CLOSET 3' - 6" 7' - 0" S F WD CLEAR - HM-1 HM PNT S03 STOREROOM

110 ELEV EQUIP RM 3' - 0" 7' - 0" S F WD CLEAR - HM-1 HM PNT 45 MIN S03 STOREROOM

111 BREAKROOM 3' - 0" 7' - 0" S F WD CLEAR - HM-1 HM PNT D02 CARD READER

112 HSKPG CLOSET 3' - 0" 7' - 0" S F WD CLEAR - HM-1 HM PNT S03 STOREROOM

113.1 HR RECEPTION 3' - 0" 7' - 0" S FNV WD CLEAR 1/4" TEMP HM-1 HM PNT D03-A EXIT DEVICE

113.2 HR RECEPTION 3' - 0" 7' - 0" S FHG WD PNT HM-1 HM PNT HW-1J EXIT DEVICE

113A OFFICE, PIV COORD 3' - 0" 7' - 0" S FNV WD PNT 1/4" TEMP HM-1 HM PNT D02 CARD READER

114.1 HR 3' - 0" 7' - 0" S FHG WD PNT 1/4" TEMP HM-1 HM PNT HW-1J EXIT DEVICE

114.2 HR 3' - 0" 7' - 0" S FNV HM PNT D03-A EXIT DEVICE

114A OFFICE, LEAD
SPECIALIST

3' - 0" 7' - 0" S F WD PNT HM-1 HM PNT E01 OFFICE

114B OFFICE, LEAD
SPECIALIST

3' - 0" 7' - 0" S F WD PNT HM-1 HM PNT E01 OFFICE

114C OFFICE, ASST. CHIEF 3' - 0" 7' - 0" S F WD PNT HM-1 HM PNT E01 OFFICE

114D OFFICE, CHIEF 3' - 0" 7' - 0" S F WD PNT HM-1 HM PNT E01 OFFICE

114E OFFICE, LEAD
SUPERVISOR

3' - 0" 7' - 0" S F WD PNT HM-1 HM PNT E01 OFFICE

114F OFFICE, LEAD
SUPERVISOR

3' - 0" 7' - 0" S F WD PNT HM-1 HM PNT E01 OFFICE

114G TRAINING ROOM 3' - 0" 7' - 0" S FNV WD PNT HM-1 HM PNT HW-1J CLASSROOM

114GH TRAINING PARTITION 8' - 6" 7' - 10" VINYL - - - - - ACCORDIAN
DOOR

114H MEETING ROOM 3' - 0" 7' - 0" S FNV WD PNT HM-1 HM PNT HW-1J CLASSROOM

130.1 MECHANICAL
EQUIPMENT RM

8' - 0" 7' - 0" D F HM PNT - HM-2 HM PNT 45 MIN S04 STOREROOM

130.2 MECHANICAL
EQUIPMENT RM

6' - 0" 7' - 0" D F HM PNT - HM-4 HM PNT 45 MIN S04-E STOREROOM

130A.1 ELECTRICAL
EQUIPMENT RM

7' - 4" 7' - 0" D F HM PNT - HM-2 HM PNT 45 MIN S04 STOREROOM,
EXIT DEVICE

130A.2 ELECTRICAL EQUIP
ROOM

3' - 0" 7' - 0" S F HM PNT - HM-1 HM PNT 45 MIN S03 STOREROOM

201 WOMEN'S TOILET 3' - 6" 7' - 0" S F WD CLEAR - HM-1 HM PNT HW-1J PASSAGE

202 MEN'S TOILET 3' - 6" 7' - 0" S F WD CLEAR - HM-1 HM PNT HW-1J PASSAGE

203 CORRIDOR, SAFETY
OFFICE

3' - 6" 7' - 0" S FG WD CLEAR 1/4" TEMP HM-1 HM PNT C03 CLASSROOM

203A COPY/WORKROOM 3' - 0" 7' - 0" S FNV WD CLEAR 1/4" TEMP HM-1 HM PNT P01 PASSAGE

203B OFFICE, SAFETY MGR 3' - 0" 7' - 0" S F WD CLEAR - HM-1 HM PNT P01 OFFICE

203C OFFICE, SAFETY OCC
HEALTH

3' - 0" 7' - 0" S F WD CLEAR - HM-1 HM PNT E01 OFFICE

203D OFFICE, EMERGENY
PLANNING

3' - 0" 7' - 0" S F WD CLEAR - HM-1 HM PNT E01 OFFICE

203F GEMS COORDINATOR 3' - 0" 7' - 0" S F WD CLEAR - HM-1 HM PNT E01 OFFICE

204 CORRIDOR, FACILITY
DESIGN

3' - 6" 7' - 0" S FG WD CLEAR 1/4" TEMP HM-1 HM PNT C02 CLASSROOM

204A CONFERENCE ROOM 3' - 0" 7' - 0" S FNV WD CLEAR 1/4" TEMP HM-1 HM PNT P01 PASSAGE

204B ARCHIVES 3' - 0" 7' - 0" S F WD CLEAR - HM-1 HM PNT C02 CLASSROOM

204C OFFICE, PROJECT TECH 3' - 0" 7' - 0" S FHG WD CLEAR 1/4" TEMP HM-1 HM PNT P01 PASSAGE

204D OFFICE, PROJECT ENG 3' - 0" 7' - 0" S FHG WD CLEAR 1/4" TEMP HM-1 HM PNT P01 PASSAGE

204E OFFICE, SERVICE CHIEF 3' - 0" 7' - 0" S FHG WD CLEAR 1/4" TEMP HM-1 HM PNT P01 PASSAGE

204F OFFICE, ASST SERV
CHIEF

3' - 0" 7' - 0" S FHG WD CLEAR 1/4" TEMP HM-1 HM PNT P01 PASSAGE

204G OFFICE, PROJECT ENG 3' - 0" 7' - 0" S FHG WD CLEAR 1/4" TEMP HM-1 HM PNT P01 PASSAGE

204H OFFICE, PROJECT TECH 3' - 0" 7' - 0" S FHG WD CLEAR 1/4" TEMP HM-1 HM PNT P01 PASSAGE

204I OFFICE, PROJECT ENG 3' - 0" 7' - 0" S FHG WD CLEAR 1/4" TEMP HM-1 HM PNT P01 PASSAGE

204J OFFICE, PROJECT TECH 3' - 0" 7' - 0" S FHG WD CLEAR 1/4" TEMP HM-1 HM PNT P01 PASSAGE

204K OFFICE, PROJECT TECH 3' - 0" 7' - 0" S FHG WD CLEAR 1/4" TEMP HM-1 HM PNT P01 PASSAGE

204L OFFICE, PROJECT ENG 3' - 0" 7' - 0" S FHG WD CLEAR 1/4" TEMP HM-1 HM PNT P01 PASSAGE

204M OFFICE, INTERIOR
DESIGNER

3' - 0" 7' - 0" S FHG WD CLEAR 1/4" TEMP HM-1 HM PNT P01 OFFICE

204N OFFICE, INTERNS 3' - 0" 7' - 0" S FHG WD CLEAR 1/4" TEMP HM-1 HM PNT P01 PASSAGE

204O BREAKROOM 3' - 0" 7' - 0" S FNV WD CLEAR 1/4" TEMP HM-1 HM PNT P01 PASSAGE

204P KITCHENETTE 3' - 0" 7' - 0" S F WD CLEAR HM-1 HM PNT P01 PASSAGE

BCS05 CORRIDOR 7' - 4" 7' - 0" D FNV HM PNT 1/4" TEMP HM-2 HM PNT 90 MIN X04-M PUSH/PULL

BS11 IV STORAGE 5' - 0" 7' - 0" DU F HM PNT - HM-2 HM PNT 90 MIN S04 STOREROOM

BS12 WOMENS, PUBLIC
TOILET

3' - 6" 7' - 0" S F WD CLEAR - HM-1 HM PNT HW-1J PASSAGE

BS13 UNIVERSAL WASTE
HOLDING

3' - 8" 7' - 0" S FNV WD CLEAR 1/4" TEMP EXIST HM PNT D02 STOREROOM,
CARD READER

BS14 MEN, PUBLIC TOILET 3' - 6" 7' - 0" S F WD CLEAR - HM-1 HM PNT HW-1J PASSAGE

 1/4" = 1'-0"

FRAME TYPES

 1/4" = 1'-0"

DOOR TYPES

D FG AL

D FG AL

NOTE: ALL FRAME AND
GLAZING SIZES SHALL BE

FIELD VERIFIED AND
COORDINATED BETWEEN

ALL TRADES


